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PREFACE 
The California Energy Commission Energy Research and Development Division supports public 

interest energy research and development that will help improve the quality of life in California 

by bringing environmentally safe, affordable, and reliable energy services and products to the 

marketplace. 

The Energy Research and Development Division conducts public interest research, 

development, and demonstration (RD&D) projects to benefit California. 

The Energy Research and Development Division strives to conduct the most promising public 

interest energy research by partnering with RD&D entities, including individuals, businesses, 

utilities, and public or private research institutions. 

Energy Research and Development Division funding efforts are focused on the following RD&D 

program areas: 

 Buildings End-Use Energy Efficiency 

 Energy Innovations Small Grants 

 Energy-Related Environmental Research 

 Energy Systems Integration 

 Environmentally Preferred Advanced Generation 

 Industrial/Agricultural/Water End-Use Energy Efficiency 

 Renewable Energy Technologies 

 Transportation 

Minichannel Technology to Improve Solar Water Heaters is the final report for the Minichannel 

Technology to Improve Solar Water Heaters project (contract number 500-10-048, or UC-CIEE 

award number POEF01-M04) conducted by Gerardo Diaz Research Group at the University of 

California, Merced. The information from this project contributes to the Energy Research and 

Development Division’s Energy Systems Integration Program. 

For more information about the Energy Research and Development Division, please visit the 

Energy Commission’s website at www.energy.ca.gov/research/ or contact the Energy 

Commission at 916-327-1551. 

 

http://www.energy.ca.gov/research/
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ABSTRACT 
Water heaters are the second highest source of energy consumption in residential households 

in the United States. While most common systems use natural gas or electricity to heat water, 

solar water heaters are receiving more attention because of its lower operating costs. Common 

solar water heater designs include flat-plate collectors and evacuated tubes with a heat-pipe 

attached to an absorber fin. Generally, copper is used for fabricating these collectors because of 

its favorable heat transfer properties. However, other thermal designs use different materials, 

such as aluminum, without loss of performance. These thermal design systems include 

minichannel technology. Minichannel technology is found in the automotive, electronics cooling 

and HVAC industries due to its excellent thermal performance.  

This final report describes the design and manufacturing of an aluminum minichannel tube 

solar water heater. Experimental design and market outlook of the aluminum minichannel solar 

water heater is described as well. Year-long test results and performance are presented with 

comparison to an identically sized copper flat-plate solar collector. A computational model is 

developed and shared to present a computational tool to predict the aluminum minichannel 

solar water heater performance.  

The researchers also examined the potential use of copper minichannel technology for medium 

temperature application and steam generation including its design, manufacturing and 

experimental design.  
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EXECUTIVE SUMMARY 

Introduction 

Residential and commercial water heating consumes a significant amount of energy. In 

California, water heating is the most significant residential end use for natural gas. Ninety 

percent of homes in the state use natural gas to heat water, which represents 49 percent of the 

average annual household natural gas consumption. More than 11 million households use 

natural gas water heaters, with 2,111 million therms of natural gas consumed each year. There 

are different types of water heating options in the market, with the most common systems 

using electricity or natural gas.  

Solar energy, including solar thermal, has been of interest for decades. With large operating 

ranges and various solar collector configurations, solar thermal has been used in many 

different applications and industries, including the food processing industry, residential and 

commercial water heating, and water desalination technology. Ongoing improvements in 

efficiency have shown that solar thermal applications have been increasingly adopted.  

Since the first patented solar water heater there have been numerous collector designs, with 

flat-plate collectors and evacuated tube solar collectors being widely used in the residential 

market. Compound parabolic solar concentrators are also widely used for solar thermal power 

generation but have limited industrial applications for solar water heating. Research on solar 

water heaters continues to focus on the efficiency of transferring the energy from the sun to 

the working fluid that runs through the collectors to heat the water. Increasing the efficiency 

can reduce the use of natural gas and other fuels in residential and commercial sectors.  

In the residential market, the two most popular solar water heaters are the flat-plate and 

evacuated tube solar collectors. In a flat-plate design, multiple round-pipes are equally spaced 

and attached to a thin plate of copper (the absorber plate) by ultrasonic welding. However, only 

a small section of the round pipe’s circumference is in contact with the absorber through the 

weld. The second design, the evacuated tube solar collector, consists of a copper pipe (the heat 

pipe) welded to a copper fin (the absorber fin) placed inside a vacuum glass tube to reduce heat 

loss. Some of the main issues with this design are the relative small size of the condenser 

section, which limits the rate of heat transfer to the heat pipe, keeping the internal glass tube in 

a vacuum. Both designs have optimization and efficiency limitations. 

Minichannel solar collectors are proposed as an alternative to improve heat transfer in a solar 

hot water collector. A few companies such as Chengyi and Savo Solar currently manufacture flat 

minichannel solar water heaters. However, long-term performance and design analysis of 

minichannel solar water heaters are not currently available.  

Project Purpose and Process 

This project analyzed the design and performance of minichannel solar water heaters, found in 

the automotive and HVAC industries (but novel to solar thermal applications) that coupled a 

more efficient heat exchanger design with lower cost aluminum minichannels. The first phase 

of this project compared the performance of an aluminum minichannel solar water heater with 
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a conventional copper flat-plate solar water heater built to residential and commercial 

standards.  

The overall demonstration test setup of the aluminum-based minichannel solar water heater 

includes the collector, pump, piping, water storage tank and sensors. A control logic 

programmed with LabView using National Instruments data acquisition system to control the 

system and collect test results and data. Researchers measured and collected data on the inlet 

and outlet temperatures of the working fluid, temperature of the water storage tank that 

exchanged heat energy with the working fluid, flow rate of the working fluid, and solar 

irradiance. 

Based on the success of the project’s first phase, the second phase would test the performance 

of a copper minichannel solar water heater. Copper is favored for its material and heat transfer 

properties. Researchers explored the design and manufacturing of the copper minichannel solar 

water heater and were able to achieve preliminary results on their performance from initial 

testing.  

Project Results 

The team tested (1) an aluminum based minichannel solar water heater, and (2) a copper 

minichannel solar collector for the purpose of generating low-grade steam. 

Experimental results from testing an aluminum minichannel solar water heater show an 

increase in efficiency when compared to a conventional copper, flat-plate solar water heater. 

The minichannel design does not require a flat fin to be attached to the tube to transfer heat to 

the working fluid, as do traditional flat-plate solar water heaters. The team compared the 

performance of the aluminum solar collector to that of a flat-plate solar collector, using the 

same external components and operating conditions. The results were an increase of 13 percent 

in thermal absorption compared to a conventional flat-plate collector.  

To better understand the operation of the aluminum minichannel, project researchers 

developed and validated a mathematical model of the aluminum collector using test data from 

the project. Even though aluminum does not conduct heat as well as copper, the aluminum 

system was able to heat the water just as well as a conventional copper collector. 

Results of preliminary testing of the minichannel collector show potential to generate steam 

until late afternoon, extending the system’s production capabilities. This is because the 

collector is able to stay above 100 degrees Celsius (212 degrees Fahrenheit) late into the day.  

Project Benefits 

The aluminum minichannel solar water heater has the potential to reduce costs and increase 

efficiency of solar collectors on the market. Aluminum is less expensive than copper, the 

material used in conventional solar water heaters. And it provides an alternative configuration 

to currently available technologies for solar water heating. Aluminum minichannels are also 

more efficient at low temperatures (less than 100 degrees Celsius) than conventional copper 

flat-plate collectors. 
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The researchers also examined the potential use of copper minichannel technology for medium 

temperature application and steam generation including its design, manufacturing and 

experimental design. The copper minichannel solar water heater requires more research, 

however, it has the potential to provide a cost effective solution to generating medium 

temperatures with the potential of generating steam for appropriate applications (such as 

industrial low pressure steam processes).  

Creating a solar water heating configuration with reduced costs and increased efficiency, has 

the potential to increase the use of solar thermal in California. The average cost for a California 

residential solar water system in 2011 was $8,364.32. Approximately 30 percent of this cost are 

for the collectors. If the price of collectors can be substantially reduced, widespread installation 

of cleaner solar energy systems can be achieved, decreasing the dependence on natural gas for 

water heating in California. 
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CHAPTER 1:  
Design, Computational Model and 
Manufacture of Aluminum Minichannel Solar 
Water Heaters  

Water heating accounts for a significant amount of energy consumption in California - nearly 

half of natural gas consumption in the residential sector and nearly a third of natural gas 

consumption in the commercial sector.1 For instance, residential water heating is often the 

second largest energy use in a house and, in many cases, it accounts for nearly a quarter of 

overall household energy consumption.2 Standard electric storage tank systems have been 

found to have the highest energy cost compared to other technologies (Newport Partners, 

2011). Other technologies translate into lower operating costs but require the use of natural 

gas, propane, or other fuels. 

Solar thermal systems provide the capability of generating low to medium grade heat in a 

sustainable way and for a variety of applications due to the relatively large range of 

temperatures that different collector configurations provide. A key issue that remains a subject 

of intense research is how to effectively transfer the energy obtained from the sun to the 

working fluid in a solar thermal system. Increasing the efficiency in solar thermal systems such 

as solar water heaters has the potential to have a high impact on the consumption of natural 

gas and other fuels in the residential and commercial sector. 

Design and Manufacturing  
Currently, the price of copper3 is more than three times the price of aluminum4 so there is an 

incentive to develop a solar application that uses aluminum instead of copper. The thermal 

conductivity of copper is about 1.8 times the conductivity of aluminum so the thermal design 

needs to account for this disparity. 

Most solar water heater designs currently being sold in the market include using a plate or fin 

attached to a pipe, which carries the working fluid (Figure 1). To reduce cost, the plate 

thickness tends to only be a fraction of a millimeter so that the heat absorbed by the collector 

can be transferred through this thin plate. The plate is bonded to the pipe on a few locations, 

usually by means of ultrasonic welding. 

                                                 
1 Natural Gas Energy Efficiency in Buildings: Roadmap for Future Research, p. 14, 

http://www.energy.ca.gov/2014publications/CEC-500-2014-036/CEC-500-2014-036-F.pdf . 

2 Natural Gas Energy Efficiency in Buildings: Roadmap for Future Research, Figures 5  and 6, 

http://www.energy.ca.gov/2014publications/CEC-500-2014-036/CEC-500-2014-036-F.pdf. 

3 http://www.infomine.com/investment/metal-prices/copper/. 

4 http://www.infomine.com/investment/metal-prices/aluminum/. 

http://www.energy.ca.gov/2014publications/CEC-500-2014-036/CEC-500-2014-036-F.pdf
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Figure 1:  Ultrasonic Welding of Solar Collectors 

 

Source:  www.toponesolar.com 

A design was conceived (Diaz, 2008; Sharma et al., 2011a; Sharma et al., 2011b; Diaz, 2013) so 

that the solar energy directly reaches the tube carrying the working fluid, rather than being 

transferred through a fin or thin plate. The selective coating typically applied to a conventional 

flat-plate collector is applied directly on the tube instead of on the surface of the plate (Figure 

2). 

Figure 2:  Comparing Conventional Flat Plate Design and Minichannel Solar Water Heater 

 

    a: flat-plate design; b: minichannel design 

Source:  University of California, Merced 

http://www.toponesolar.com/
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A multi-port extrusion (MPE) aluminum tube was obtained from the company Hydro Aluminum5 

to be used in manufacturing the solar collector. The MPE aluminum tube was obtained from the 

company [6] with a design featuring a width of 100 mm and a height of 2 mm with 

minichannels on the cross sectional area of the tube (Figure 3). 

Figure 3:  Aluminum Minichannel Tube 

 

Source:  University of California, Merced 

Tubes were ordered at 2.94 meters long to fit into a standard solar water heater frame currently 

available in the market. Frames were obtained from the company SunEarth, which have a gross 

area of 3.8 square meters and utilize a low-iron tempered glass. Side insulation of 

Polysocyanurate and a back insulation material composed of Polysocyanurate and Fiberglass 

were used. Black Chrome (EC Series) with a minimum absorptivity of 95 percent and a 

maximum emissivity of 12 percent was sprayed on the surface of the tubes. 

The design of the aluminum collector included an inlet and an outlet header with the 

minichannel tubes inserted in between. Figure 4 shows the design of the collector before the 

selective coating was sprayed. 

The water heater configuration utilized eleven tubes in parallel with a separation of 9 mm 

between tubes. Vacuum brazing technology is typically utilized in the automotive and air 

conditioning industries to bond the tubes to the header. However, due to the dimensions of the 

solar water heater, there were no vacuum brazing ovens found in the vicinity of the project that 

fit the researcher’s needs. Therefore, the bonding of the tubes to the header was completed 

using tungsten inert gas (TIG) welding. The separation of the tubes was necessary to allow the 

nozzle of the TIG welding unit to reach the side of the tubes (Figure 5). If it were possible to use 

vacuum brazing, then this separation can be reduced. 

 

 

                                                 
5 http://www.hydro.com/. 
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Figure 4:  Design of Aluminum Minichannel Solar Water Heater 

 

Selective coating was sprayed on the surface of the aluminum tubes. 

Source:  University of California, Merced 

 

Figure 5:  TIG Welding of the Aluminum Solar Water Heater 

 

UC Merced facilities personnel performs TIG welding 

Source:  University of California, Merced 
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The selective coating was sprayed on the top surface of the aluminum tubes (Figure 6). The 

final product is the aluminum collector which is placed inside a standard collector frame with 

the low-iron tempered glass placed on top (Figure 7). 

Figure 6:  Applying Selective Coating to the Surface of the Aluminum Minichannel Solar Water 
Heater 

 

Source:  University of California, Merced 

 

Figure 7:  Final Assembly of the Aluminum-based Minichannel Solar Water Heater 

 

Source:  University of California, Merced 
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For performance comparison, a standard copper plate-and-tube solar water heater was also 

constructed with the same dimensions of the aluminum core (2.9 m x 1.2 m, approximately). 

More detailed difference in dimensions of the aluminum minichannel and copper flat-plate 

solar collector are shown in Table 1. High temperature solder was used to bond the plate to the 

tubes and the same Black Chrome (EC Series) selective coating was sprayed on top of the plate 

surface. 

Table 1:  Comparison of Aluminum Minichannel and Copper Flat-plate Solar Collectors 
Dimensions 

 

Source:  University of California, Merced 

Figure 8 shows the final copper collector configuration.  

Figure 8: Final Assembly of the Copper Flat-plate Solar Water Heater 

 

Source:  University of California, Merced 

Both collectors were installed next to each other at the University of California, Merced’s Castle 

facilities. A closed-loop configuration with a 50/50 mixture of propylene glycol and water was 
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used to transfer the energy obtained at the solar collector to water inside an 80-gallon (300-

liter) storage tank. Each system operates independently from each other and each collector 

feeds a single storage tank. Table 1 shows the difference in dimensions of the aluminum 

minichannel and copper flat-plate solar collector. 

Computational Model   
The performance of the aluminum based solar water heater is also being studied 

computationally by developing a simulation tool that predicts the heat transfer, thermal 

efficiency, pressure drop, and outlet temperatures of the collector based on inlet temperature, 

solar irradiance, volumetric flow rate, ambient temperature, and ambient air velocity. The code 

was developed utilizing the commercial software Engineering Equation Solver (EES, 2014). 

Energy and mass balances were performed at the glass cover, absorber/glass cover gap, 

absorber and tube sections. These energy balances are described below and the variables 

described in Table 2. 

Energy Balance Equations for Glass Cover 

The variables used in the governing equations are defined in Table 2. Appendix D provides 

examples of how these equations were derived and how the model was developed. 

Equation 1: 

 

Equation 1a: 

                                                          

Equation 1b:  

 

Energy Balance Equations for the Section of Air between the Glass and Absorber 

Equation 2: 

     

Equation 2a:   
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Energy Balance Equations for the Absorber 

Equation 3:  

 

Equation 3a:  

  

Equation 3b: 

 

Equation 3c: 

 

 

Validation 

Validation of the mathematical model against the experimental results of the aluminum 

minichannel solar collector is presented in Chapter 2, Test Results.  

Table 2:  Descriptions of Variables  

Variable Units Description 

𝛼𝐴𝑏𝑠 none Absorption Coefficient of Absorber 

𝐴𝑡 m2 Total Surface Area of One Tube (Array) 

𝐴𝑏𝑠𝑜𝑟𝑏𝑐𝑜𝑒𝑓𝑓 none Absorption Coefficient 

𝐴𝑏𝑠𝑜𝑟𝑏𝑇ℎ𝑖𝑐𝑘 m Thickness of the Absorber Selective Coating 

𝜀𝑔 none Emissivity of glass 

𝜀𝐴𝑏𝑠 none Emissivity of absorber 

𝐺𝑠 W/m2 Total Incident Radiation 

ℎ𝑎𝑖𝑟 W/m2-K Convection heat transfer coefficient of air between glass and absorber 

ℎ𝑓𝑙𝑢𝑖𝑑 W/m2-K Heat transfer coefficient of the fluid through convection 

ℎ𝑜 W/m2-K Convection coefficient of glass/ambient air 

ℎ𝑟𝑎𝑑_𝐴𝑔 W/m2-K Radiation heat transfer coefficient between the absorber and glass 

ℎ𝑟𝑎𝑑𝑔𝑠𝑘𝑦 W/m2-K Radiation heat transfer coefficient between the glass and sky 

𝑘𝐴𝑏𝑠 W/m-K Thermal conductivity of the absorber 

𝑘𝐴𝑙 W/m-K Thermal conductivity of aluminum 

𝐿𝑡𝑢𝑏𝑒 m Length of the tube (array) 
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Variable Units Description 

𝑚𝑎𝑗𝑜𝑟 m Width of the tube (array) 

𝜂𝑜 none Overall efficiency of tube (array) 

𝑁𝑝𝑜𝑟𝑡𝑠 none Number of ports in array 

𝜌𝑔 none Reflectivity of the glass 

𝑞"𝑎𝑏𝑠𝑜𝑟𝑏𝑒𝑑  W/m2 
 Net absorption by the selective coating of the transmitted solar 
irradiance 

𝑞"𝑐𝑜𝑛𝑑 W/m2 Heat transferred by conduction from the absorber to the working fluid 

𝑞"𝑐𝑜𝑛𝑣_𝐴𝑎𝑖𝑟 W/m2 Heat loss by air convection on the inner surface of the glass 

𝑞"𝑐𝑜𝑛𝑣_𝑔𝑎𝑖𝑟 W/m2 Heat loss by air convection on the inner surface of the glass 

𝑞"𝑐𝑜𝑛𝑣𝑔𝑠𝑘𝑦 W/m2 Heat loss by air convection on the outer surface of the glass 

𝑞"𝑖𝑛 W/m2 Heat absorption by the glass in the solar spectrum 

𝑞"𝑟𝑎𝑑_𝐴𝑔 W/m2 Net heat transfer from the absorber to the glass 

𝑞"𝑟𝑎𝑑_𝑔𝑠𝑘𝑦 W/m2 Net heat transfer from the glass to the sky (atmosphere) 

𝑅𝐴𝑏𝑠 K/W Thermal Resistance of Absorber through Conduction 

𝑅𝐴𝑙 K/W Thermal Resistance through Conduction in Aluminum 

𝑅𝑓𝑙𝑢𝑖𝑑 K/W Thermal Resistance through Convection to the Fluid 

𝑅𝑡𝑜𝑡𝑎𝑙 K/W Total thermal resistance between absorber and working fluid 

𝜎 W/m2-K4 Stefan-Boltzmann constant 

𝑇𝐴𝑏𝑠 K Temperature at the Absorber 

𝑇𝑎𝑖𝑟 K Temperature of the Air between Glass and Absorber  

𝑇𝑓𝑙𝑢𝑖𝑑 K Temperature of the fluid 

𝑇𝑔 K Temperature at the Glass 

𝜏𝑔 none Transmissivity of the glass 

𝑇𝑠𝑘𝑦 K Temperature of the sky 

𝑇∞ K Ambient temperature 

𝑇𝑢𝑏𝑒𝑊𝑎𝑙𝑙𝑠 m Thickness of the tube walls 

Source:  University of California, Merced 
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CHAPTER 2: 
Test Plans and Test Results for the 
Aluminum-based Minichannel Solar Water 
Heater 

In California, water heating in the residential and commercial sectors accounts for a significant 

amount of energy consumption. In households, water heating is often the second largest source 

of energy consumption. In addition, water heating accounts for nearly a quarter of overall 

energy use in households. The highest energy costs are found in standard electric water storage 

tank systems compared to other technologies (Newport Partners, 2011). Other technologies may 

have lower operating costs but require the use of fuels such as natural gas or propane. 

Solar thermal technology is capable of providing low to medium heat temperature in a 

sustainable way. Because of its capability of providing a large range of temperatures, there are 

various applications for solar thermal technology such as water heating, pool heating, or space 

heating. The issue that remains in any renewable energy technology is always efficiency. For 

solar thermal water heating, the issue is effectively transferring heat energy from the sun to the 

working fluid. Increasing the efficiency of solar water heating can lead to a potential reduction 

in the usage of natural gas and other fuels for water heating in the residential and commercial 

sectors. Moreover, if a lower cost material can be selected that leverages a more efficient 

design, then this can improve the efficiency and cost effectiveness of solar thermal technology.  

This demonstration used a minichannel design found in the automotive and heating, 

ventilation, and air conditioning (HVAC) industries (but novel to solar thermal applications) that 

coupled a more efficient heat transfer design with lower cost aluminum minichannels. The 

overall demonstration setup of the aluminum-based minichannel solar water heater includes 

the collector, pump, piping, water storage tank and sensors. A control logic programmed with 

LabView using National Instruments CompactDAQ6 as a data acquisition system was utilized to 

control the system and collect test results and data. Researchers measured and collected data 

on the inlet and outlet temperatures of the working fluid, temperature of the water storage 

tank that exchanged heat energy with the working fluid, flow rate of the working fluid, and 

solar irradiance. 

To compare the performance of the aluminum-based minichannel solar water heater, a 

conventional copper flat-plate solar water heater with identical dimensions and system 

components was built and installed alongside the aluminum-based system. Both solar water 

heater systems were installed beside each other at the Castle facilities at the University of 

                                                 
6 CompactDAQ is a portable digital acquisition (DAQ) platform that integrates connectivity and signal conditioning into 

modular input/output for directly interfacing to any sensor or signal typically used for vehicle data logging and 
benchtop research projects. 
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California, Merced, and they were in operation for more than a year, collecting data on daily and 

per minute intervals, from February 2013 to May 2014. 

Experimental Set-Up 
The aluminum-based minichannel solar water heater system has the following main 

components: collector, pump, water storage tank, and control logic as shown in Figure 9. 

Figure 9:  Diagram of Experimental Set-up of the Solar Water Heater 

 

Source:  University of California, Merced 

The solar water heater system had sensors such as thermocouples to measure inlet and outlet 

temperature of the working fluid entering and exiting the collector, and to measure the tank 

water temperature that the working fluid exchanged heat energy with; a volumetric flow meter 

to measure the flow rate of the working fluid circulating the system; a precision spectral 

pyranometer to measure the solar irradiance, or the amount of solar energy hitting the 

collectors. 

The system was remotely operated by control logic programmed using LabView. When the 

program detects a solar irradiance measurement of 150 W/m2 or greater, the pump turns on 

circulating the working fluid through the closed-loop system. The working fluid used was a 50-

50 percent mixture of propylene glycol and water. As the pump circulates the working fluid 

through the water storage tank, the working fluid exchanges heat energy with the water by 
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means of an internal heat exchanger. At the instance when the control logic detects the water 

storage tank at a safety limit of 55 °C or greater, the discharge valve of the storage tank is 

opened to release the hot water and replenishes the tank with cooler water until the 

temperature of the tank falls to 30 °C. Temperatures, flow rate and solar irradiance data were 

measured by the sensors and collected daily at a per minute basis. 

The copper flat-plate solar water heater also had an identical set-up and system operation. Both 

solar water heater systems were built, installed and operated the same way as any conventional 

solar water heater systems would on any residential household. The only difference is the 

number of collectors installed. 

Test Plan 
The objective of the aluminum-based minichannel solar water heater was to test and observe 

whether it can operate as a standard solar water heater for residential and commercial 

purposes. One way to test this objective was to evaluate the performance of the aluminum 

minichannel solar water heater in comparison to the copper flat-plate solar water heater. A 

copper flat-plate solar water heater was built and installed alongside the aluminum-based 

minichannel solar water heater. 

At sunrise before the aluminum-based minichannel and copper flat-plate solar water heater 

systems are turned on, the tank temperatures for both systems are checked to make sure they 

are at similar temperatures. This way the researchers can make an adequate comparison of the 

daily performances knowing that the water storage tanks for the aluminum-based minichannel 

and copper flat-plate solar water collectors started at the same temperature at the start of the 

day. If not, the water in the storage tank with a higher temperature will be drained and refilled 

with cooler water. Once the tank temperatures are checked and calibrated, both solar water 

heater systems are turned on for the day. The systems will operate throughout the day as 

described above. The systems are turned off after sunsets and remain off during the night. 

The system was monitored and measurements were logged daily using the data acquisition 

system. Measurements, such as the water temperature in the storage tank, inlet and outlet 

temperatures of the working fluid in the collectors, solar irradiance, and flow rate of the 

working fluid were logged. The data was collected minute by minute and logged daily for over a 

year from February 2013 to May 2014. The data measured was used in an analysis to assess the 

daily performance of the collector. The test plans include a performance comparison of the 

aluminum-based minichannel and the copper flat-plate solar water heaters on different days 

and seasons of the year. 

In addition, comparisons were made of the daily weather conditions to observe the severity of 

degradation in performance of the collectors on cloudy or rainy days. Other test plans include 

optimizing the system and increasing the efficiency by testing the systems at different 

operating flow rates. With the pump installed, an option of low, medium or high speed flow 

rate can be selected. Changing the speed of the flow rate can result in changes in pressure drop 

in the collectors. Overall, it can affect the performance and efficiency of the system. 
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Test Results 
The following plots, taken from (Robles et al., 2014), show some data analysis the researchers 

performed on the minichannel solar water heater. Figure 10 shows the performance of the 

aluminum minichannel solar water heater on two different days: (a) spring day, April 12, 2013, 

and (b) summer day, June 21, 2013. The plots outline the water storage tank, the ambient, and 

the glycol-water fluid inlet and outlet temperatures, along with the solar irradiance throughout 

the day. From the solar irradiation measured on the spring day (Figure 10, [a]), based on the 

data, it can be inferred that the weather conditions were overcast in the afternoon, which 

directly affected the working fluid inlet and outlet temperatures. 

On the warmer summer day (Figure 10, [b]), it can be inferred from the plot that the weather 

conditions were sunny throughout the day. The water storage tank temperature reached 55 °C 

between 4:45 pm and 6:45 pm, which trigged the discharge valve to open and release the hot 

water and adding cooler water to the tank. When the water storage tank temperature fell to 30 

°C, the discharge valve closed and the system continued to heat the water. 

Figure 10:  Aluminum Minichannel Solar Water Heater Performance on a Spring and Summer Day 

 

(a) Spring day (April 12, 2013), and (b) Summer day (June 21, 2013) 

Source:  University of California, Merced 
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To show the performance of the aluminum minichannel solar water heater within the year that 

it was tested, Figure 11 compares both the aluminum minichannel and the copper flat-plate 

system on a randomly picked day in each season of the year. 

Figure 11:  Seasonal Comparison of the Aluminum Minichannel and Copper Flat-plate Solar Water 
Heater Storage Tank 

 

 (a) Winter (February 13, 2014), (b) Spring (April 13, 2013), (c) Summer (June 21, 2013), (d) Fall (September 28, 2013). 

Source:  University of California, Merced 

The randomly selected day in Figure 11(a) shows oscillations of the solar irradiance line, 

implying that the weather conditions on this day were cloudy. The temperatures were 52.5 

degrees F in the morning and 62.8 degrees F in the afternoon. However, despite the cold 

weather, the water storage tank temperature of the aluminum minichannel steadily increased 

throughout the day from 24.6 degrees C and peaking at 40.2 degrees C. From Figure 11(b), the 

water storage tank temperature of the copper flat-plate started a little higher than the 

aluminum minichannel with a tank inlet temperature of 29.7 degrees C. By the afternoon, the 
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water storage tank temperature of the aluminum minichannel collector slowly surpassed the 

copper flat-plate collector, and ended up a degree or two higher than the copper flat-plate 

collector by the end of the day. Figure 11(c) shows a summer day and is a good example of the 

water storage tank temperature in the aluminum minichannel solar water heater reaching 55 

degrees C to trigger the discharge valve to open. The tank temperature in the copper flat-plate 

was not able to reach 55 degrees C that day. On a fall day, Figure 11(d) shows the same pattern 

as in winter and spring, where the temperature of the water storage tank of the aluminum 

minichannel system achieved a higher peak temperature than the copper flat-plate system. 

Another method used to assess the performance of the aluminum minichannel collector was to 

compare the thermal efficiency of both solar water heaters. A spring day, April 24, 2013, was 

chosen and the thermal efficiency was plotted against time of day as seen in Figure 12. It can be 

clearly seen that the efficiency of the aluminum minichannel was about 10-15 percent higher 

than the flat-plate collector.  

Figure 12: Efficiency Comparison of the Experimental Aluminum Minichannel and Copper Flat-
plate Solar Water Heater 

 

A simulation model of the aluminum minichannel is also shown. 

Source:  University of California, Merced 

To run additional tests where operating conditions can be manipulated, the researchers 

developed a mathematical model of the aluminum minichannel solar water heater. Figure 12 

shows the simulation of the mathematical model, in addition to the thermal efficiency plot, 

using the same operating conditions as the experiment during that day. This means that the 

inlet working fluid temperature, ambient temperature, wind speed, solar irradiance, and 
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volumetric flow rate of the working fluid data taken from the experiment or external sources, 

such as an online archive of weather history for the ambient temperature (Weather 

Underground, 2014), were used as operating conditions to run the simulation of the 

mathematical model. The results show that the mathematical model gives a reasonable 

approximation of the experimental data. A discrepancy in the mathematical model is that it 

assumes steady-state conditions. In the beginning of the plot (or morning), it can be seen that 

the simulation model overestimates the temperature. This overestimation is because thermal 

inertia was not considered in the simulation methodology. However, as the simulation 

progresses through the day, the simulation improves and provides a better approximation of 

the thermal efficiency. 

Figure 13 shows another efficiency plot of the same day, however, instead of plotting efficiency 

against time of day, efficiency is plotted against (Tinlet – Tambient)/G, a standard parameter used for 

efficiency plots in solar thermal energy.  

Figure 13:  Efficiency Comparison of Experimental Data of the Aluminum Minichannel and Copper 
Flat-plate and Simulated Mathematical Model of the Aluminum Minichannel 

 

Source:  University of California, Merced 

In this plot, Tinlet is the inlet temperature of the working fluid, Tambient is the ambient temperature 

and G is the solar irradiance. Again, it can be seen that the efficiency of the experimental 

aluminum minichannel solar water heater system is higher than the copper flat-plate solar 

water heater system. The mathematical model simulation of the aluminum minichannel solar 

water heater shows reasonable agreement with the experimental data. 
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CHAPTER 3: 
Market Size, Changes in Design, and 
Manufacturing Process  

In the United States, the energy consumption of the residential and commercial sectors 

accounts for 40 percent of the country’s total primary energy consumption (Hudson et al., 

2012). Within the total household energy consumption, 20 percent accounts for water heating 

(Cassard et al., 2011). Water heating technology comes in different forms depending on the 

energy source utilized. Therefore costs such as installation, maintenance and operations can 

vary significantly. According to a recent technical report, water heating systems that use 

electric heating in water storage tanks have been found to have the highest energy and 

operating costs compared to other technologies (Newport Partners, 2011). Other types of 

systems can have lower energy and operating costs, but require using fuels such as natural gas 

or propane.  

Solar thermal water heating systems have been around since the late 19th century. The earliest 

solar water heating collector invented was in 1891, when C. M. Kemp patented an “apparatus 

for utilizing the sun’s rays” to heat up water (Kemp, 1891). Solar water heaters have grown in 

popularity during the past decades with copper flat-plate and evacuated tubes being the most 

popular solar thermal designs. Solar thermal systems have shown the capability of providing 

low to medium temperature heat in a sustainable way, and common applications include pool, 

space and water heating. One of the areas of active research in solar thermal systems concerns 

the effective transfer of heat from the sun to a working fluid. High impact in energy 

consumption can be obtained by increasing the efficiency of solar collectors. The project team 

has made great strides in this field of research. 

Since February 2012, a prototype of an aluminum-based minichannel solar water heater was 

designed, built and installed at the Castle facilities of University of California, Merced. A 

conventional copper flat-plate collector with similar dimensions was also built to compare the 

performance of the aluminum minichannel solar water heater. Data was collected on a daily 

basis and analyzed to assess the performance of the two collectors. Due to the effective heat 

transfer design of the aluminum minichannel tubes, the aluminum minichannel solar water 

heater system has outperformed the traditional copper flat-plate solar water heater (Robles et 

al., 2014).  

The performance of the minichannel tubes shows that there is potential for marketability and 

interest in this type of technology. However, before commercialization can be considered, it is 

necessary to study the market size potential. If the market size and interest is promising, 

changes in design are necessary to optimize the technology and manufacturing process for 

mass production.  
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Market Size 
Solar technology has been gaining awareness and popularity throughout the years. According to 

the Solar Energy Industries Association (SEIA), solar water heating installation capacity has been 

steadily growing. As seen in Figure 14, 2.4 million square feet of collectors were sold in 2010 

(SEIA, 2013); an increase of 5 percent of installation capacity from the previous year. 

Figure 14:  Steady Growth of Solar Water Heating Capacity Installations by Year in the United 
States  

 

Source: Solar Energy Industries Association 2013, United States Solar Market Insight Report. 

 

In addition, some states are promoting and trying to encourage solar water heating systems or 

other solar thermal technologies in the residential and commercial sectors by offering rebates 

and other incentives. These states are Arizona, California, Hawaii, North Carolina, 

Massachusetts, Pennsylvania, Florida and Oregon (CPUC, 2014; Murray, 2010). Other states offer 

savings, tax credit and loan programs when purchasing and installing a solar water heater 

system in the residential or commercial sectors. More information about rebates, tax credit and 

savings in a particular state can be searched on the Federal Government’s Energy web portal 

(Energy.gov, 2014; Proske, 2010).  

The aluminum-based minichannel solar water heater has the potential to replace the flat-plate 

solar water heater and its  associated market. In terms of market size, it will depend on how 

private companies and the state governments promote and market solar thermal water heater 

systems in the residential and commercial sector with tax credits, rebates and other incentives. 

In Table 3, according to the United States Solar Market Insight Report: 2011 Solar Heating and 

Cooling Year-In-Review, the market in 2011 has shown that 40,389 square feet of solar water 
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heating (SWH) collectors were installed in the residential sector and 97,283 square feet of SWH 

collectors were installed in the non-residential sector, giving California a total of 138,122 

square feet of SWH collector installed in 2011 (GTM Research and SEIA, 2011).. These numbers 

were collected primarily from incentive program administrators, and utility companies, 

manufacturers and installers that chose to participate. 

Table 3:  Solar Water Heating Systems Installed Capacity (square feet) in 2011 

 

Source:  GTM Research and SEIA, 2011 

Lack of awareness of the technology and the lack of potential state and federal incentives, tax 

credits and savings have delayed the growth of solar water heater system installations. More 

importantly, in states such as California that predominantly use natural gas for water heating, 

the decreasing price of natural gas has affected the growth of solar water heater installations. 

In 2007, California Assembly Bill 1470 assumed that the price of natural gas would increase 

from 2010 to 2017. However, due to the economic crisis of October 2008 and the introduction 

of new drilling techniques, prices of natural gas ($/Mcf) have fallen since 2008, as seen in 

Figure 15 and Figure 16, in the United States and California, respectively (CPUC, 2014). Due to 

reduction of natural gas prices, the growth of solar water heating installations has been slow. 
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Figure 15: Annual Natural Gas Prices in the United States   

 

Source:  United States Energy Information Administration (2014) 

Figure 16:  Annual Natural Gas Prices in California 

 

Source:  United States Energy Information Administration, 2014 
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Changes in Design  
To facilitate commercialization of the aluminum-based minichannel solar water heater systems, 

it may be necessary for the current design to undergo some changes. This would include 

potential changes to the collector, control logic and storage tank and associated piping. 

Collector 

A few aspects of the collector design can be improved for commercialization. The aluminum 

minichannel tubes used for the collector were obtained from stock available at the company 

Hydro and the tube dimensions were not optimized for maximizing heat transfer in a solar 

collector design. The dimensions of the tubes can be modified to increase heat transfer at a 

reasonable pressure drop of the working fluid by reducing the number of internal ports and 

slightly increasing the tube-minor dimension.  

A follow-up version of the solar collector is currently being manufactured from copper 

minichannel tubes, which will allow steam generation. The design of the tube has been 

optimized to find a good compromise between heat transfer and pressure drop. 

The prototype of the aluminum minichannel tubes were TIG welded to the aluminum header 

pipes. Ideally, the researchers want minimal space between the tubes to increase the area of the 

collector exposed to the solar irradiation. The separation of the tubes was defined based on the 

size of the nozzle for TIG welding, rendering a spacing of approximately 4 mm between tubes. 

Other manufacturing techniques, such as vacuum brazing or laser welding, could provide a 

reduction between tube separation and increase in throughput at commercial manufacturing 

plants. 

Control Logic 

The control logic used in the project was developed based on a research approach of 

maximizing the information provided by the data measurements. Standard commercial control 

logic and operation can be used with the minichannel solar collector. 

Storage Tank and Piping  

Likewise installing a flat-plate solar water heater system, the storage tank and piping will be 

varied depending of the size of the household and the design of the dwelling. However, the 

collector should be able to adapt to any of these changes.  

Manufacturing Process  
The manufacturing process of the aluminum-based minichannel solar water heater is primarily 

focused on the absorber, which includes the minichannel tubes and headers. After consulting 

an aluminum production company, the finalized design of the minichannel tube, required a die 

to be created for production. The company quoted approximately $20,000 per die, however 

hundreds of thousands of tubes can be created with a die. The process of producing the 

aluminum minichannel tubes goes through an extrusion technique called multi-port extrusions. 

Fortunately, this type of technique is not new; minichannel tubes, also known as microchannel 
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tubes, have been around longer in other industries such as in the HVAC, automotive and 

electronics cooling industries. 

After producing the minichannel tubes, the next step is joining the tubes to the headers. The 

current prototype has the minichannel tubes TIG welded to the headers. However, it is ideal to 

minimize the spacing between the tubes to minimize heat loss. To minimize spacing and heat 

loss, other metal bonding technology such as furnace brazing should be used for minichannel 

fabrication. There are two popular types of furnace brazing techniques that are currently 

utilized for joining parts in heat exchangers in the automotive and HVAC industry: vacuum 

brazing and controlled atmosphere brazing (CAB). These techniques can be used to join the 

minichannel tubes with the headers and would minimize the tube spacing and thus tube heat 

loss. The benefits of either brazing techniques include control of precise tolerances, especially 

in very small spaces, and joining leading to clean joints with no additional finishing needed and 

both vacuum brazing and CAB share a similar fabrication process. Mass production of 

aluminum minichannel tubes joining with the header tubes will entail a continuous 

manufacturing line of equipment such as a degreaser, a fluxer if necessary, a brazing furnace 

and a cooling area (Szczurek et al., 2006; Zhao et al, 2013; Moller et al., 2014). Both techniques 

have some differences in process and finishes. Vacuum brazing has been around longer and 

been a preferred method for heat exchangers. The main differences between vacuum brazing 

and CAB is that vacuum brazing can handle alloys with a higher magnesium level (>0.3 percent), 

there is more process control in vacuum brazing, and it has a higher quality finish than CAB 

(Miller et al., 2000; GH Group, 2014; SECO/WARICK, 2011). The downside of vacuum brazing is 

that it can be more expensive than CAB (SECO/WARICK, 2011). 

The collector frame and glass can easily be manufactured since it is similar to the glass and 

frame structures already used by traditional copper tube flatplate collectors. Indeed, the 

standard frame and glass used in today’s flatplate solar collectors were purchased and used in 

the prototype minichannel solar collector. Additionally, everything else in the prototype system 

such as the piping and water storage tank is similar to those utilized in conventional solar 

water heating technology. There is no special attention that would be required.  

Estimated Costs 

Collector, Prototype Costs 

The approximate total cost of the 10 ft. by 4 ft. aluminum minichannel solar collector is:  

 Aluminum minichannel tubes from Hydro, $40 per tube, 11 tubes total = $440 

 Headers, schedule 40 aluminum pipes, $14 per pipe, 2 pipes required = $28 

 Collector frame and glass = $500 

 TIG welding = $1,056 

 Total = $2,024, or $50.6 per square foot. 
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Collector, Mass Production and Projected Costs 

Because of extensive uses in extruded aluminum minichannel tubes in the automotive and 

HVAC industries, costs of mass production can be low especially for the more common sizes 

they produce. In general, extruded aluminum tubes are purchased by weight. For large volumes, 

extruded aluminum minichannel tubes can be purchased for $5 per kilogram depending on the 

value of aluminum in the market. If the prototype solar water heaters were to be mass-

produced with the similar dimensions, the estimated costs are: 

 Aluminum minichannel tubes for $5/kg; 11 tubes weighs about 9.809 kg = $49.09 

 Headers, schedule 40 aluminum pipes, $14 per pipe (can be lower if purchased in bulk) 

= $28 

 Collector frame and glass (can be lower if purchased in bulk) = $500 

 Total costs of mass production per 10 ft. by 4 ft. aluminum minichannel solar collector 

= $577.04, or $14.43 per square foot. 

It is noted the fabrication cost has not been considered; however, the cost of the collector is 

expected to remain below half of the current cost of a flat-plate collector. 

Current Solar Water Heater and Installation Costs 

Costs of installation size and costs in residential and non-residential sectors are shown in Table 

4 and Table 5 and Figure 17 taken from (GTM Research and SEIA, 2011).  

Table 4:  Solar Water Heating Systems Average Price in 2011  

 

Source:  GTM Research and SEIA, 2011 

GTM and SEIA reported in 2011 that average costs of SWH systems installed in residential 

sector of California was $8,364.32 for the entire system. In addition, the calculated average 

SWH system in the residential sector requires approximately 48.8 square feet. This gives an 

average costs per unit area of $171.40 per square foot. The system includes the cost of the 
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collectors, equipment such as the tank, pump, piping, etc., site design and labor. Tabulated 

costs of about 30 percent of the SWH system is solely the cost of the collectors. Using the 

numbers above, an average SWH collector costs $51.42 per square foot in the residential sector  

(GTM Research and SEIA, 2011). 

Table 5: Average Solar Water Heating System Sizes in 2011 (square feet) 

 

Source:  GTM Research and SEIA, 2011 

Figure 17:  Solar Water Heating Systems Breakdown Costs in 2011 

 

Source:  GTM Research and SEIA, 2011 

Likewise for the non-residential sector in California, the reported average SWH system cost is 

$116,953.90, with a mean system size of 1,069 square feet. This calculates to $109.40 per 

square foot. The report shows that about 35 percent of the total costs are the cost of the 

collectors alone, or about $38.29 per square foot (GTM Research and SEIA, 2011). Comparing 

the projected costs per unit area of the aluminum minichannel collector versus a SWH collector, 

substantial savings can be made in both residential and non-residential sectors. 
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CHAPTER 4: 
Copper Minichannel Solar Water Heater 

The second phase of the solar water heater project was to design, construct, and test a copper-

based minichannel solar water heater. The extension of this project will test the possibility of a 

copper minichannel solar water heater to generate steam.  

Copper Minichannel Collector Design  
Although aluminum minichannels (also known as microchannels depending on their size) are a 

well-known technology in the automotive, HVAC and electronic-cooling industries, copper 

minichannel technology has yet to rise in popularity, mainly because only until recently, it was 

not possible to extrude copper. With only one group in the United States able to extrude copper 

into minichannels, the design of the copper minichannel tube has its limitations, especially with 

respect to the width of the tube that can be extruded. Dr. Frank Kraft at Ohio University has 

patented a technique of extruding copper minichannel tubes (Kraft, 2013). A brief overview of 

copper minichannel tube manufacturing can be found in Appendix A.  

The first design copper minichannel considered is shown Figure 18.  

Figure 18: Copper Minichannel Tube Design #1 (Millimeters) 

 

Source:  University of California, Merced 

However, due to restriction with respect to the width of this design, two other designs were 

suggested by Dr. Kraft. Design two and three are shown in Figures 19 and 20, respectively; 

design two has a smaller minor, or height of the minichannel tube, and design three essentially 

has the same height as design one but a smaller width.  
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Figure 19: Copper Minichannel Tube Design #2 (Millimeters) 

 

Source:  University of California, Merced 

Figure 20:  Copper Minichannel Tube Design #3 (Millimeters)   

 

Source:  University of California, Merced 

Using the computational tool described in Chapter 1, the three designs were simulated as if 

they were used in a solar collector to compare tube performance. Comparing their performance 

can narrow down a design used to fabricate copper minichannel tubes for the copper 

minichannel solar collector. Appropriate dimensions, parameters and material properties of the 

copper minichannel tube were entered into the computational model. Some results that were 

compared to determine the final copper minichannel design are presented in Figure 21 through 

Figure 23.  

Figure 21 compares Reynolds number and pressure drop in the three designs. Reynolds number 

is an alternative way of looking at flow rate, however, Reynolds number can also characterize 

whether the fluid is in laminar flow (Re < 2100) or turbulent flow. Pressure drop is an 

important parameter, and is basically the difference of pressure between two points. In this 

case, the pressure drop is calculated by computing the difference of pressure between the inlet 

and outlet of a minichannel tube. A higher pressure drop indicates more external power is 

needed to circulate the working fluid through the collectors. Design #2 signifies higher pressure 

drop as its Reynolds number compared to Designs #1 and #3. This is due to the minor, or 
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height, decrease in comparison to the other two designs. Both Design #1 and #3 exhibits similar 

behavior of increasing pressure as their Reynolds number is increasing.  

Figure 21:  Comparing the Three Reynolds Designs by Number versus Pressure Drop 

 

Source:  University of California, Merced 

Figure 22 compares Reynolds number and heat transfer of the three designs. The heat transfer 

is the rate that the minichannel tubes, acting as an absorber, collects the solar energy and 

transfers it to the working fluid. From plot shown, it looks like all the three designs exhibits 

similar performance with very little difference. It can be seen however that Design #2 shows 

smaller heat rate in the lower range of Reynolds number compared to Design #1 and Design #3.  

Figure 23 simply combines the previous two figures together. Figure 23looks at the pressure 

drop and heat transfer of the three designs. It can be seen that while Design #1 and Design #3 

exhibits similar performance and higher conduction heat transfer at lower pressure drops. 

Design #2 has lower conduction heat transfer rates in comparison to Design #1 and Design #3. 

This means that Design #1 and Design #3 are capable of achieving higher conduction heat rate 

at lower pressure drop, further concluding that Design #1 and Design #3 can achieve these 

conduction heat rates with lower required external power (that is, power from a pump).  

From these results, since Design #1 cannot be used due the restriction of the width capable of 

being extruded, Design #3 was clearly the final design chosen to construct the copper 

minichannel solar collector. Twenty copper minichannel tubes were used for this design. The 

copper minichannel solar collector and system essentially uses the same type of components. 

The only difference is the sizing of the copper minichannel solar collector in comparison with 

the aluminum minichannel solar collector. Due to the width restriction of the copper 

minichannel tubes, the copper minichannel solar collector and system is smaller in size. 
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Figure 22:  Comparing the Three Reynolds Designs by Number and Conduction Heat Transfer 

 

Source:  University of California, Merced 

Figure 23:  Comparing All Three Designs by Pressure Drop versus Conduction Heat Transfer 

 

Source:  University of California, Merced 
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Table 6 shows the dimensions of the copper minichannel solar collector, and Figure 24 gives a 

schematic and dimensions of the overall and final copper minichannel collector design.  

Table 6:  Dimensions of Copper Minichannel Solar Collector 

 

Source:  University of California, Merced 

Figure 24:  Dimensions of the Copper Minichannel Tube Solar Collector 

 

Source:  University of California, Merced 
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Like the aluminum minichannel solar collector, the design of the copper minichannel collector 

included an inlet and an outlet header with the minichannel tubes inserted in between. Instead 

of TIG welding, the copper minichannel tubes were torched brazed to the headers. Torch 

brazing can allow two metals to join in small areas especially when precision is needed. 

Precision was required for the copper minichannel solar collector due to the fact that the walls 

of the copper minichannel tubes are thin and they are proned to melt if other metal joining 

techniques such as welding were used. In addition, joints created by torch brazing can operate 

at higher temperatures and perssure than ordinary soldering joints. This was needed since the 

copper minichannel solar collector was tested for potential steam generation.  

After the copper minichannel tubes were torched brazed to the headers to form the solar 

collector, the collector was cleaned and a selective coating was applied. The selective coating 

used was the same that was applied on the aluminum minichannel and copper flat-plate solar 

collectors (Black chrome). Figure 25and Figure 26 show the copper minichannel solar collector 

before and after the application of the selective coating, respectively.  

Figure 25:  Copper Minichannel Solar Collector After Torch Brazing 

 

Source:  University of California, Merced 
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Figure 26: Copper Minichannel Solar Collector After Application of Selective Coating 

 

Source:  University of California, Merced 

Once the selective coating is applied and allowed to dry, the copper minichannel solar collector 

was placed in a commerical metal frame like the aluminum minichannel and copper flat-plate 

solar collectors but with a smaller size. Figure 27 shows the final copper minichannel solar 

collector product ready to be connected with the system for testing. 

Figure 27:  Copper Minichannel Solar Collector in a Commercial Metal Frame Made for 
Conventional Solar Flat-plate Collectors  

 

Source:  University of California, Merced 
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System and Component Design 
Although the copper minichannel solar collector shared similar types of components used in its 

system in comparison to the aluminum minichannel solar collector, the objectives of the copper 

minichannel solar collector is different and therefore the experimental design is different as 

well. The objectives of the copper minichannel solar collector is to analyze whether it can 

operate at a medium temperature range and possibly capable of generating low-grade steam. To 

gain more control of the collector and steam generation conditions, the copper minichannel 

solar collector was placed on a portable test stand instead of installing it stationary on a roof. 

This allows components of the copper minichannel solar collector to be accessible if 

adjustments or maintenance is needed. The test stand was built using aluminum T-slotted 

framing by 80/20.7 The framing is basically structural aluminum bars with identical cross-

sectional profiles (“T-slotted”) that allows for easy fabrication (Figure 28).  

Figure 28:  Test Stand Fabricated for the Copper Minichannel Solar Collector 

 

Source:  University of California, Merced 

The aluminum minichannel test stand and copper flat-plate solar water heater test stand use 

identical components such as the collector metal frame, data acquisition system, water storage 

tank, sensors and pump. Therefore, the components of the copper minichannel solar collector 

used similar components at a smaller scale because of the decreased size of the copper 

                                                 
7 https://8020.net/university-tslot. 
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minichannel solar collector. There are a few components that are added to the copper 

minichannel solar collector system such as the steam generator apparatus and a cooling tank. A 

system diagram showing all the components of the copper minichannel system are shown in 

Figure 29.  

Figure 29:  Copper Minichannel Solar Collector System Diagram 

 

Source:  University of California, Merced 

The copper minichannel solar collector has the following main components: collector, pump, 

water storage tank, steam generator apparatus, cooling tank, and control logic (Figure 29). The 

sensors used in the test setup were; thermocouples to measure inlet, outlet, water storage tank 

outlet, and steam inlet and outlet temperatures; pressure transducer to measure pressure of 

the system; precision spectral pyranometer to measure the solar irradiance; and a volumetric 

flow meter to measure the flow rate of the working fluid circulating the system. Like the 

aluminum minichannel and copper flat-plate solar collectors, the copper minichannel solar 

collector collected data through a data acquisition system by National Instruments and 

programmed through LabView.  
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The working fluid used in the copper minichannel solar collector system is water passed 

through a water softener. The working fluid circulates from the water storage tank to the solar 

collector by an externally powered pump. In the copper minichannel solar collector, the 

working fluid absorbs the energy collected by the minichannel collector. Then, the working 

fluid circulates through the steam generator. The steam generator is a simple shell-and-tube 

heat exchanger where the working fluid is flowing through the internal tube while the 

concentric (“shell”) external tube is filled also with water treated with a water softener, which 

absorbs the heat exchanged from the internal tube. As the water from the external shell tube is 

constantly gaining heat, the temperature rises and steam is generated. The working fluid from 

the internal tube of the steam heat exchanger then circulates to the water storage tank, and the 

working fluid cycles through the system again. The water storage tanks acts as a temperature 

control for the working fluid. If the working fluid is at an undesirable temperature, the cooling 

tank supplies cool water to reduce the temperature of the working fluid.  

Test Results 
Tests were performed during the first months of 2015 and after the end of the project. Results 

showed the copper minichannel solar collector can generate steam. The copper minichannel 

solar collector system was able to achieve self-pumping by operating in thermosyphon mode. 

Therefore, the constructed system was able to achieve steam generation temperatures without 

the use of external power from a pump. More details of the test results are shown in Appendix 

B. 
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CHAPTER 5: 
Conclusions 

The team tested (1) an aluminum based minichannel solar water heater, and (2) a copper 

minichannel solar collector for the purpose of generating low-grade steam. 

The design uses the concept of minichannel tubes attached to headers and does not require a 

flat fin attached to the tube to transfer heat to the working fluid. The minichannel-based solar 

collector was constructed of aluminum, and its performance was compared to a conventional 

copper flat-plate collector, with the same external components and operating conditions. The 

team found the aluminum minichannel configuration to be 13 percent more efficient than a 

conventional copper collector, collecting more energy throughout the day.  

To better understand the operation of the aluminum minichannel, the researchers developed 

and validated a mathematical model of the aluminum collector using test data from the project. 

The mathematical model shows that the lower thermal conductivity of aluminum does not 

translate into a loss of performance of the minichannel collectors when used in hot water 

systems. Even though aluminum does not conduct heat as well as copper, the aluminum system 

was able to heat the water just as well as a conventional copper collector. 

The researches also designed, built and tested a copper minichannel solar collector for steam 

production. Rather than generating hot water, this solar collector was designed to generate low-

grade steam. Efficacy testing of the copper steam system showed that when solar irradiance is 

800 - 1,000 W/m2 , the system can generate steam at a rate of about 2.4 to 2.8 g/min, with a 

solar absorber area of 0.757 square meters. Over two hours of operation, the copper 

minichannel tube collector increased the temperature of the working fluid within the collector 

to 100 - 115 degrees C. The data also shows the collector is capable of staying above 100 

degrees C until late afternoon.  
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GLOSSARY 
Term Definition 

Absorber The part of a solar collector that absorbs the solar energy.  

Flat-plate solar 

collector 

A solar collector design that is basically a flat metal sheet with 

tubes evenly spaced and attached underneath the metal sheet. The 

metal sheet acts as a fin and solar absorber; the absorbed heat is 

transferred to the tubes underneath and transferred to the working 

fluid 

Headers The inlet and outlet tubes attached to the minichannel tubes. This is 

where the working fluid enters to and exits from the copper 

minichannel tube.  

Heat exchanger An apparatus that exchanges heat from one location to another.  

Irradiance Also known as solar irradiance. The amount of solar energy that is 

absorbed by Earth. It is measured by the solar power present on 

Earth by the unit area.  

Selective coating A coating applied to the collector to increase absorptivity.  

Torch brazing A technique of joining metals together by heating a filler metal to 

above melting point and with capillary action, the filler metal is 

distributed between the metals 

Working fluid The fluid contained in the solar collector and cycled through the 

solar collector system. This fluid absorbs the heat transferred from 

the solar collector.  

 

LIST OF ACRONYMS 
Acronym Definition 

CAB Controlled atmosphere brazing 

CPUC California Public Utilities Commission 

kG Kilogram 

kN Kilonewton, a unit of force 

Mcf Million cubic feet 

SEIA Solar Energy Industries Association 

SWH Solar water heater 

TIG Tungsten inert gas 

W/m2 Watts per square meter 
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APPENDIX A: 
Copper Minichannel Tube Manufacturing 

The following information was shared by Dr. Frank F. Kraft of Ohio University. All photos were 

provided by and credited to Dr. Frank. F. Kraft.  

The components and parts needed for extrusion, such as the container, ram-stems, dummy 

blocks, and extrusion dies were fabricated from ATI 720, Inconel 720 and Rene 41 which all are 

nickel-based superalloys to withstand high extrusion temperature. Figures A-1 and A-2 below 

shows photos of the extrusion die and ram-stems.  

Figure A-1: Extrusion Die  

 

Container with extrusion die inside; minichannel die profile is seen inside 

Source:  Dr. Frank. F. Kraft 

Figure A-2: Extrusion Die and Ram-stems 

 

Container with extrusion die inside (left); ram-stems (right) 

Source:  Dr. Frank. F. Kraft 
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The extrusion components are assembled on a servo-hydraulic (model 810 MTS®) machine that 

is capable of producing 250 kN of ram force. Cartridge heaters are inserted into the container 

where the entire apparatus is insulated with a zirconia “blanket” prior to extrusion. Zirconia is 

a ceramic also known as zirconium dioxide, a white crystalline oxide of zirconium. Photos of 

the servo-hydraulic 810 MTS® machine are shown in Figure A-3.  

Figure A-3: Servo-hydraulic 810 MTS® Machine  

  

All components assembled together on the MTS® machine (left); assembled components wrapped in zirconium dioxide 

blanket (right).  

Source:  Dr. Frank. F. Kraft 

Extrusion billets were machined from OFHC 101-Cu copper rods to fit into the container. To 

fulfill the design requirements and constraints, the container bore dimensions were important 

due to the following factors: 1. Width of the tube, 2. Buckling criteria of the ram stems, 3. The 

ram pressure required for extrusion, 4. The force limitations of the MTS® machine, and 5. The 

billet volume required to produce the desired tube length plus the discard lengths at the 

beginning and end of the extrusion. For this particular project, 1819 mm in length was the 

desired tube length and 42 total billets were used. The copper billets are presented in Figure A-

4 as well as the billets machined to fit in the container. 

While the copper billets are heated in the apparatus, the MTS® machine provides the ram with 

enough force (up to 250 kN) to push the copper billets through the die. The product, or 

minichannel tube, exits the heated extrusion through a nitrogen gas-tube that is attached to the 

lower part of the apparatus. The apparatus is shown in Figure A-5.  
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Figure A-4: Copper Billets  

 

Copper billets (left), and copper billets machined to fit the container (right). 

Source:  Dr. Frank. F. Kraft 

Figure A-5: Copper Extrusion Apparatus 

   

Extruded copper minichannel tube exiting from the nitrogen gas-tube located at the lower part of the apparatus (left); 

closer view of the nitrogen gas-tube on the apparatus (right). 

Source:  Dr. Frank. F. Kraft 
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After the copper minichannel tubes are extruded from the apparatus, the tubes were 

straightened in both planes and cut to the desired length. The photos in Figure A-6 shows the 

finished product.  

Figure A-6: Finished Product  

   

Finished product measured (left), copper minichannel tube straightened (center), and copper minichannel tubes packaged 

with aluminum angle supports. 

Source:  Dr. Frank. F. Kraft 

After each extrusion, the apparatus was allowed to cool to room temperature before it was 

disassembled. The remaining copper in the die was removed by using an Instron® test machine 

by pulling it from the die. A special fixture was constructed for this purpose. Lastly, the 

residual copper in the container and die was dissolved in nitric acid under a fume hood. 

Aftermath of the container and die, and an Instron® machine in process of removing the 

remaining copper are shown in Figure A-7. 
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Figure A-7: Container, Die and Instron® Machine 

  

Residual copper in the container and die (left); Instron® machine removing the residual copper from the die (right). 

Source:  Dr. Frank. F. Kraft 
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APPENDIX B: 
Copper Minichannel Solar Collector Test 
Results 

Test results obtained with the copper minichannel solar collector are shown below. Figure B-1 

shows that the copper minichannel solar collector can achieve 100 °C and above for steam 

generation conditions, as shown by the dashed-green line denoting the outlet temperature of 

the collector. The solar irradiance of during the test was relatively steady for half of the day 

and started to decrease towards the afternoon, the temperatures at the collector inlet and 

outlet continued to increase throughout the day. Right after 4:00 PM, it is seen that the collector 

reached temperatures a few degrees higher than 100 °C and stayed at that operating conditions 

for more than half an hour. The spikes in temperature at the outlet of the collector between 

11:00 AM and 12:30 PM and between 2:00 PM and 3:00 PM were due to stagnation conditions, 

that is the pump was turned off. This shows that the stagnation temperature of the collector 

reaches around 113 °C. 

Figure B-1: Copper Minichannel Solar Collector Testing on April 30, 2015 

 

Source:  University of California, Merced 

Operating conditions in thermosyphon mode can be observed in Figure B-2, where the solid 

black line denotes the volumetric flow rate through the closed loop. The collector was able to 

self-pump and circulate the working fluid through the collector without the use of an 

externally-powered pump, although the variability of the solar irradiance and the temperature 

differences in the loop made hard to control in thermosyphon mode. From Fig. B2, at around 
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1:30 PM, it can be seen that the pumped is turned off by the decreasing values of the 

temperatures, resulting in a flow rate falling to zero. However, addition of tap water to the inlet 

of the heat exchanger cold section allowed the flow to start again, which was recorded at 

around 1:40 PM where the flow rate jumped from zero to about 1 liter per minute. The self-

pumping lasted about 20 minutes until the temperature difference dropped and the flow 

stopped again. Addition of more water resulted in the self-pumping mode starting again at 

around 2:10 PM which lasted for about 20 minutes.  

Figure B-2: Copper Minichannel Solar Collector Testing on April 30, 2015 

 

Source:  University of California, Merced 

Figure B-3 shows another instance when the thermosyphon mode can be observed. Around 

12:40 PM, it can be seen that the pump is turned off resulting in a decrease in the flow rate 

from about 2.8 liters per minute to 1.3 liters per minute. It can also be seen that the collector 

inlet temperature decreases rapidly. The system is self-pumped from 12:40 PM to about 1:15 

PM, after which the pump is turned back, and an increase spike can be seen by the collector 

inlet temperature. The temperature difference between inlet and outlet collector temperature is 

usually less than 5 degrees Celsius, but the difference increases significantly when the pump is 

turned off and the system works in thermosyphon mode. The two by-pass valves can be used to 

control the flow rate inside the closed loop system. The water inlet port of the heat exchanger 

cold side can be used to maintain a flow during thermosyphon conditions. 

To calculate the steam generation rate, the amount of water filling the outer shell of the steam 

heat exchanger was initially recorded by using the rotameter and marking the start and end fill 

lines on the sight glass as seen in Figure B-4.  

 



B-3 

Figure B-3: Copper Minichannel Solar Collector Testing on May 12, 2015 

 

Source:  University of California, Merced 

Figure B4:  Sight Glass to Determine Steam Generation 

 
Source:  University of California, Merced 
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The sight glass detects the water level or amount of water in the outer shell. The rotameter 

reads the rate of water in volume per time entering into the outer shell. By allowing the 

rotameter to read a constant flow rate and taking the time the water level took to reach the end 

mark, the volume of water in the outer shell of the steam heat exchanger can be calculated. 

Once steam is generated, time is recorded to analyze the time it takes the water level in the 

sight glass to reach the starting level mark. The rate of steam generation is calculated by 

dividing the volume of water of the outer shell of the heat exchanger by the time it takes the 

water level to reach from the end to the start marks of the fill. Then multiply that volumetric 

flow rate by the density of saturated steam. Several calculations were made and the steam 

generation rate for the limited testing period of the copper minichannel solar collector was in 

the range of 2.4 to 2.8 g/min. 

From Figure B-5(a) it is observed that the outlet temperature of the steam generator, T Steam, 

starts the test at around 30 [oC] and at around 8000 seconds it sharply increases its value to 

reach boiling temperature at atmospheric conditions. Also shown are the inlet and outlet 

temperatures to the solar collector, the ambient temperature, and the volumetric flow rate. In 

Figure B-5(b), the solar irradiance obtained with a precision spectral pyranometer is shown. The 

steam generation efficiency was calculated at around 18 percent and thermosiphon operation 

was detected by turning off the external pump and verifying continuous flow rate with the 

rotameter. 

Figure B-5: Steam Generation with the Copper Minichannel Solar Collector 

 

Source:  University of California, Merced
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APPENDIX C: 
Test Plan and Sample Test Data 

Test Plan Aluminum Collector 
A closed loop configuration was utilized with a mixture of 50 percent propylene glycol and 50 

percent water by volume. The propylene glycol mixture exchanges energy with water inside the 

storage tank by means of an internal coil heat exchanger. A standard commercially available 80-

gallon (302.8 liters) water storage tank from SunEarth Inc. was used in the installation. 

Although the thermophysical properties of the glycol mixture are inferior to water, the mixture 

allows operation of the system at below-freezing ambient conditions minimizing the chances of 

bursting tubes due to ice formation inside the tube ports. A 1/4 HP Grundfos pump was used 

to move the working fluid around the closed loop system.  

Data were collected with a National Instruments CompactDAQ system connected to LabVIEW 

which recorded inlet and outlet temperatures at the collector, as well as, water temperature 

inside the storage tank. Type K thermo- couples with a range between 􏰀200 °C to 1250 °C from 

Omega were utilized which have a standard limit of error of 1.1 °C over the entire scale. The 

volume flow rate through the water heater was measured with a Grundfos low-flow sensor 

Model # VFS 1-20 with an accuracy of 1.5 percent of the full scale, and the solar irradiation was 

measured with a precision spectral pyranometer from Eppley installed on the same plane as the 

collector. The solar water heater was installed on the roof of the laboratory building at the 

University of California at Merced with geographic coordinates of +37°22’
 
28.59” and -120°34’

 

38.10”
 
, which has an angle of 18° with respect to the ground. The flow through the collector 

between inlet and outlet was oriented North-to-South. The system was controlled directly from 

LabVIEW with the close loop pump being turned on when the precision spectral pyranometer 

signal was greater than 150 W m-2. For safety reasons, the discharge valve from the storage tank 

was automatically controlled to open whenever the temperature inside the tank reached 55 °C 

allowing cold water from the water supply to flow into the water tank, lowering its temperature. 

The discharge valve remained open until the temperature inside the tank fell below 30 °C. At 

this point, the discharge valve was closed and the water temperature inside the storage tank 

was allowed to rise again due to the exchange of energy with the glycol mixture flowing 

through closed loop.  

The variables recorded included: 

 Date 

 Elapsed Time (s) 

 Temp_in_Al (deg C) 

 Temp_in_Cu (deg C) 

 Temp_out_Al (deg C) 

 Temp_out_Cu (deg C) 
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 Temp_Tank _Al (deg C) 

 Temp_Tank_Cu (deg C) 

 Flowrate_Al (L/min)   

 Flowrate_Cu (L/min) 

 PSP (W/m^2) 

 Temp_Flowmeter_Al (deg C)    

 Temp_Flowmeter_Cu (deg C)   

 Valve_Al_Tank_Discharge (V)    

 Valve_Cu_Tank_Discharge (V)    

 Pumps 

Test Data 
The spread sheets with sample test data for two days, that is, February 13, 2014 and June 21, 

2013, which represent very different ambient and solar irradiance conditions, are provided in 

Appendix C.1 (publication number CEC-500-2019-008-APC-1) and Appendix C.2 (publication 

number CEC-500-2019-008-APC-2), both available at www.energy.ca.gov.
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APPENDIX D: 
How Equations in Chapter 1 were Derived 

Single-Phase Flow Mathematical Model 
This appendix presents the mathematical formulation developed to predict the 

performance of aluminum and copper minichannel solar collectors operating at single-

phase flow. The mathematical model is based on the one-dimensional energy balance 

equations. The single-phase mathematical model is compared and validated against the 

experimental results of the aluminum minichannnel solar collector. 

Single Phase Flow 

Glass Cover 

An energy balance is applied at the glass cover as seen in Figure 3.1. The energy balance includes the 

solar irradiance, radiation heat transfer exchange between the absorber and the glass, convection 

heat transfer between the absorber and the glass, and the losses due to the convection to the 

ambient air, radiation to the sky, and glass transmissivity: 

qin + qrad,air−g + qconv,g−air = qconv,g−sky + qrad,g−sky + qabsorbed or 

writing out the heat fluxes in the respective order, 
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Figure D-1: Energy Balance of Minichannel Tubes Solar Collector 

 

Source:  University of California, Merced 

 

On the left-hand side of Eq. 3.1, Gs is the total solar incident radiation, Eg is the emissivity of 

the glass cover, Eabs is the emissivity of the absorber, σ is Stefan- Boltzmann constant, Tabs is 

the temperature at the absorber, Tg is the temperature at the glass, hair is the convection heat 

transfer coefficient of the air between the glass and absorber, and Tair is the temperature of the 

air between the glass and absorber. On the right-hand side, T∞ is the temperature of the 

ambient air, αabs is the absorption coefficient of the absorber, τg is the transmissivity of the 

glass, and ρg is the reflectivity of the glass. hg,air represents the convection heat transfer 

coefficient between the glass cover and the ambient air given as an empirical expression from 

Fonseca and Khoukhi and Maruyama [31, 32]: 

 

hg,air = 2.8+ 3vwind 

where vwind is the velocity of the ambient air in (m/s). Tsky represents the sky temperature in 

relationship with the ambient temperature, T∞, and is also an empirical equation given by 

Khoukhi and Maruyama [32]: 

Tsky = 0.552T 1.5, (K) 

 

Absorber-Cover Gap 

For the gap between the absorber and glass cover, the Nusselt number due to natural 

convection is obtained by the following expressions given by Hollands et al.: 
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where Ra is the Rayleigh number, β is the tilt angle of the collector, and the + exponent means 

that the term in the brackets is used if the term is positive. 

Absorber 

An energy balance is also applied at the absorber where the incident radiation hitting the glass 

and the effect of the glass transmissivity is balanced by the losses of convection in the air gap 

between the absorber and the glass cover, the radiation between the absorber and glass cover, 

and conduction through the tube wall. The energy is then transferred to the working fluid: 

qabsorbed = qconv,abs−air + qrad,abs−g + qfluid or  

with the heat fluxes defined respectively as, 

 

 

Tfluid is the temperature of the working fluid, Ltube is the length of the minichannel tubes, and a 

is the minichannel tube width. Rmc is the total resistance at the minichannel tubes between the 

absorber and the working fluid as shown in Figure D-2. Rmc is also written out as, 

 

where tabs is the thickness of the absorber selective coating, kabs is the thermal conductivity of 

the absorber selective coating, twall is the thickness of the minichannel tube wall, kwall is the 

thermal conductivity of the material of minichannel tubes, and Atube is the total surface area of 

one minichannel tube. twall and kwall will depend on whether aluminum (tAl and kAl) or copper 
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(tCu and kCu) minichannel tube collector is considered. hfluid is the single-phase heat transfer 

coefficient of the working fluid and is given as, 

 

Figure D-2:  Resistances at the Absorber 

 
 

where kl is the thermal conductivity of the fluid, Dh is the hydraulic diameter and NuUD is the 

Nusselt number depending on the dimensions of the minichannel tube and based on Incropera 

et al. [28]. ηo is the overall fin efficiency and is calculated by, 
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− 

The efficiency of the fin, ηfin is described as 

 

is the number of fins in one minichannel tube, Afin is the surface area of one fin, Lfin is the fin 

length, and tweb is the web thickness. 

Working Fluid 

The heat flux transferred to the working fluid can be expressed by: 

 

 

where ṁ  is the mass flow rate of the working fluid, Cp is the specific heat of the working fluid, 

∆T is the difference of the outlet and inlet temperature ∆T = Tout − Tin, and Wmajor is the major 

or width of one minichannel tube. 

Model Validation 

By using Engineering Equation Solver (EES), the mathematical model was solved using the 

Newton-Raphson iterative scheme to solve the system of nonlinear equations [30]. The 

mathematical model allowed us to simulate the performance of the minichannel solar collector 

for aluminum and copper configurations. For model validations, the experimental data was 

compared to the results obtained with the experimental set-up. Five input variables are required 

to run the simulations that were taken directly from the experimental data: inlet temperature 

Tin, solar irradiance Gs, volumetric flow rate V, ambient temperature T∞, and ambient air 

velocity v. Figure 3.3 shows the model validation comparing the thermal efficiency between the 

experimental test data and numerical mathematical model of the aluminum minichannel solar 

collector for Spring operating conditions. The efficiency is plotted against a common parameter 

used in solar energy research, (Tinlet  T∞)/Gs. Figure D-3 shows good agreement is obtained 

between the experiment data and simulation results. Figure D-4 shows the same Spring 

operating conditions for model validation except the efficiency is plotted against the time of 

day. The mathematical model is steady-state and this can be seen in the figure. The 
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mathematical model does not capture the transient and thermal inertia effects seen at the 

beginning and at the end of the day. 

The model can be used to analyze the effect the material used for the minichannel tubes, for 

example, aluminum or copper. When aluminum properties were used for the minichannel tube, 

results of the model show that the last term of Equation 3.4 (reproduced below) which 

represents the overall thermal resistance to the working fluid is two orders of magnitude larger 

than the other two thermal resistances in that equation: 

 

Figure D-3: Thermal Efficiency Comparison  

 

 

Thermal efficiency comparison of experimental aluminum minichannel and copper flat-plate solar collectors, and 

mathematical model of aluminum minichannel solar collector in terms of (Tinlet − T∞)/Gs in Spring, April 24, 2013. 



D-7 

Figure D-4: Thermal Efficiency Comparison  

 

Thermal efficiency comparison of experimental aluminum minichannel and copper flat-plate solar collectors, and 

mathematical model of aluminium minichannel solar collector in terms of time of day in Spring, April 24, 2013. 

Furthermore, the resistance due to convection does not depend on the minichannel tube 

material. Therefore if operating within the typical temperature range of solar water heaters, 

there is no major loss of performance when using aluminum as the material for the 

minichannel tube instead of copper. In addition, the lower cost of aluminum in comparison to 

copper makes aluminum minichannel solar water heater an attractive alternative to the more 

conventional copper flat-plate solar water heater designs. More information about cost analysis 

of the aluminum minichannnel is discussed in Chapter 6. Due to the loss of mechanical 

properties when aluminum is exposed to higher temperatures, copper or other materials is 

recommended as minichannel tube material for solar collector designs operating at a medium 

to high temperatures. 
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Aluminum Minichannel Solar Water Heater Performance 
under Year-Round Weather Conditions 
See attached article “Aluminum minichannel solar water heater performance under year-round 

weather conditions (Azucena Robles, Van Duong, Adam J. Martin, Jose L. Guadarrama, Gerardo 

Diaz, Journal of Solar Energy, Issue 110, 2014 p. 356-364). 
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